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DATE :  August 17, 2016

SUBJECT :  Mechanical

TITLE : Domestic Range Hood Requirements

PURPOSE : The purpose of this Information Sheet is to provide clarification on the

exhaust requirements for domestic ranges.
REFERENCE : 2013 California Mechanical Code
DISCUSSION :
The interpretation of CMC Section 403.7 and Table 403.7 (Residential — kitchens) is
to provide hood above the domestic range. The hood shall be ducted and

terminated to outside the building per CMC 504.5.

Duc¢ts for domestic range hoods shall be independent of other exhaust systems per
CMC 504.2.

remodel in-kind.

Exemption: Kitche
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This Information Sheet is subject to modification at any time. For the most current version, visit our
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